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PANELBOARD "30-BLA’ PANELBOARD "30-BLB’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO NOTE:
1 |RECEPTACLE MECHANICAL ROOM 12 | 0.60 | 20/1 20/1 | 1.0 12 |RECEPTACLE - TELECOM 2 1 |RECEPTACLE - MECHANICAL ROOM 12 | 0.80 | 20/1 20/1 | .5 12 | HEAT TRACE 2 PROVIDE DOOR—IN—DOOR TYPE
3 |RECEPTACLE ELEVATOR LOBBY 12 | 0.40 | 20/1 * 20/1 | 1.0 12 |RECEPTACLE - TELECOM 4 3 |RECEPTACLE - MECHANICAL ROOM 12 | 0.80 | 20/1 * SPACE 4 TRIMS FOR ALL PANELBOARDS
5 |RECEPTACLE MECHANICAL ROOM 12 | .080 | 20/1 SPACE 6 5 |RECEPTACLE - ELEVATOR MACHINE ROOM 12 | 0.80 | 20/1 SPACE 6
7  |RECEPTACLE MECHANICAL ROOM 12 | 0.60 | 20/1 SPACE 8 7 | SPACE SPACE 8
9 |SPACE x SPACE 10 9 |SPACE x SPACE 10
11 | SPACE SPACE 12 11 | SPACE SPACE 12
13 | SPACE SPACE 14 13 | SPACE SPACE 14
15 | SPACE x SPACE 16 15 | SPACE * SPACE 16
17 | SPACE SPACE 18 17 | SPACE SPACE 18
19  |SPARE 20/1 20/1 SPARE 20 19 |SPARE 20/1 20/1 SPARE 20
21 | SPARE 20/1 * 20/1 SPARE 22 21 | SPARE 20/1 * 20/1 SPARE 22
23 | SPARE 20/1 20/1 SPARE 24 23 | SPARE 20/1 20/1 SPARE 24
25 | SPARE 20/1 20/1 SPARE 26 25 | SPARE 20/1 20/1 SPARE 26
27 | SPARE 20/1 * 20/1 SPARE 28 27 | SPARE 20/1 * 20/1 SPARE 28
29 | SPARE 20/1 20/1 SPARE 30 29 | SPARE 20/1 20/1 SPARE 30
31 | SPARE 20/1 20/1 SPARE 32 31 |SPARE 20/1 20/1 SPARE 32
33 | SPARE 20/1 * 20/1 SPARE 34 33 | SPARE 20/1 * 20/1 SPARE 34
35 | SPARE 20/1 20/1 SPARE 36 35 | SPARE 20/1 20/1 SPARE 36
37 |SPARE 20/1 20/1 SPARE 38 37 |SPARE 20/1 20/1 SPARE 38
39 | SPARE 20/1 x 2.0 40 39 |SPARE 20/1 * 20/1 SPARE 40
30/2 10 |RECEPTALCE - TELECOM
41 | SPARE 20/1 2.0 42 41 | SPARE 20/1 20/1 SPARE 42
VOLTAGE: 208/120V 3@, 4W PHASE A 2.20 LOCATION: BASEMENT VOLTAGE: 208/120V 3@, 4W PHASE A 1.30 LOCATION: BASEMENT
SIZE/TYPE BUS: 100A Al.C.: 22,000 |PHASE B 3.40 MOUNTING: SURFACE SIZE/TYPE BUS: 100A A..C.: 22,000 |PHASE B 0.80 MOUNTING: SURFACE
SIZE/TYPE MAINS: 100A, 3P MCB PHASE C 2.08 FED FROM: DSBL SIZE/TYPE MAINS: 225A, 3P MCB PHASE C 0.80 FED FROM: DSBL
LUGS: SUB TOTAL (kva) 7.68 REMARKS: LUGS: SUB TOTAL (kva) 2.90 REMARKS:
PANELBOARD "30-LSBLA’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO
1 |LIGHTING - ELEVATOR CAR 10 1.2 | 20/1 20/1 | .080 | 10 |GROUND FLOOR FACP 2
3 |LIGHTING - ELEVATOR CAR 10 1.2 | 20/1 * 20/1 | 1.0 10 |DOOR ACCESS CONTROLLERS BASEMENT 4
5 |DRY PIP VALVE 12 1.0 | 20/1 20/1 | 1.0 10 | SECURITY PANEL BASEMENT 6
7 |NURSE CALL SYSTEM 10 5 | 20/1 20/1 | 1.0 10 |DOOR ACCESS CONTROLLERS GRD FLOOR 8
9 |SPARE 20/1 * 20/1 | 1.0 10 | SECURITY PANEL GROUND FLOOR 10
11 |DOOR MOTOR OPERATOR - GROUND FLOOR 10 1.0 | 20/1 20/1 | 1.0 10 |DOOR ACCESS CONTROLLERS GRD FLOOR | 12
13 |DOOR MOTOR OPERATOR - GROUND FLOOR 10 1.0 | 20/1 30/1 | 1.2 8 [SUMP PUMP BASEMENT 14
15 | FIRE ALARM CONTROL PANEL - BASEMENT 12 5 | 20/1 x 3071 | 1.2 10 |SUMP PUMP GROUND FLOOR 16
17 | SPACE 20/1 | 1.0 12 | AHU - LIGHTING 18
19 |SPARE 20/1 20/1 | 1.0 12 | AHU - LIGHTING 20
21 | SPARE 20/1 * 20/1 SPARE 22
23 | SPARE 20/1 20/1 SPARE 24
25 | SPARE 20/1 20/1 SPARE 26
27 | SPARE 20/1 * 20/1 SPARE 28
29 | SPARE 20/1 20/1 SPARE 30
31 | SPARE 20/1 20/1 SPARE 32
33 | SPARE 20/1 x 20/1 SPARE 34
35 |SPARE 20/1 20/1 SPARE 36
37 |SPARE 20/1 20/1 SPARE 38
39 | SPARE 20/1 * 20/1 SPARE 40
41 | SPARE 20/1 20/1 SPARE 42
VOLTAGE: 208/120V 3@, 4W PHASE A 5.98 LOCATION: BASEMENT
SIZE/TYPE BUS: 225A Al.C.: 22,000 |PHASE B 4.90 MOUNTING: SURFACE
SIZE/TYPE MAINS: 175A, 3P MCB PHASE C 5.00 FED FROM: ATS-LS
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